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Document no. 34FHC-A

FOMx
FHCxx
CABLEx

MxxxJx

FOM1 for use with M30U3, M60U3, M100U3
FOM2 for use with M30J12, M30CC12
FOM3 for use with M60J12
FOM4 for use with M60J30, M100Jxx, M200xxx

FHC12 
FHC4X

CABLE36
CABLE48
CABLE60
CABLE72
CABLE84
CABLE96
CABLE108

M30U3      30A
M60U3      60A
M100U3   100A
M200U30  200A

M30J12 
M30CC12
M60J12, M60J30
M100J30 
M200J30

M200xxx
LUG200

ep.mersen.com
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FOM1, FOM3, FOM4 

FOM2
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M30U3, M60U3 and M100U3

FOM1

M30U3
M60U3 
M100U3

M30U3, M60U3 or M100U3 FOM1
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M30J12 & M30CC12

FOM2

M30J12 
M30CC12

M30J12 or M30CC12 FOM2
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M60J12, M100U30

FOM3

M60J12
M100U30

M60J12 or M100U30 FOM3



Install M60J30, M100J30, M200J30 or M200U30 switch 
on  FOM4    BASE PLATE (A) using the included hardware.
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M60J30, M100J30, M200J30, M200U30

FOM4

M200J30
M200U30
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